
Lead in School Drinking Water Report 

Roosevelt Elementary School 

 

 

Date(s) collected: 2023-10-20 
Date(s) analyzed: 2023-12-08 

Sample 
ID 

Building 
Name 

Fixture Housing 
Type 

Fixture 
Location 

Fixture 
Location 
Details 

Fixture 
Type 

Lead 
Test 
Result 
(ppb) 

386007 Main 
Building 

Fountain/Tap 
Combo 

RmA Only sink Tap 31 

386025 Main 
Building 

Sink Common Area 
Outside 
Rm23,24,25 

Sink next 
to kiln 
room 

Tap 20 

386002 Main 
Building 

Fountain/Tap 
Combo 

Rm3 Only sink Tap 17 

386017 Main 
Building 

Fountain/Tap 
Combo 

Rm21 Only sink Tap 15 

386019 Main 
Building 

Fountain/Tap 
Combo 

Rm22 Only sink Tap 13 

386028 Main 
Building 

Fountain/Tap 
Combo 

Rm26 Only sink Tap 13 

386032 Main 
Building 

Fountain/Tap 
Combo 

Rm29 Only sink Tap 12 

385988 Main 
Building 

Fountain/Tap 
Combo 

Rm31 Only sink Tap 11 







Sample 
ID 

Building 
Name 

Fixture Housing 
Type 

Fixture 
Location 

Fixture 
Location 
Details 

Fixture 
Type 

Lead 
Test 
Result 
(ppb) 

386033 Main 
Building 

Fountain/Tap 
Combo 

Rm30 Only sink Tap 1 

385995 Main 
Building 

Fountain - Multi-
Level with 
Bottle Filler 

Hallway 
Across From 
Rm10 

Left 1 of 2 Water 
Fountain 

<1 

385996 Main 
Building 

Fountain - Multi-
Level with 
Bottle Filler 

Hallway 
Across From 
Rm10 

Right 2 of 
2 

Water 
Bottle 
Filler 

<1 

385997 Main 
Building 

Fountain - Multi-
Level with 
Bottle Filler 

Hallway 
Across From 
Rm10 

Right 2 of 
2 

Water 
Fountain 

<1 

386008 Main 
Building 

Fountain/Tap 
Combo 

RmA Only sink Water 
Fountain 

<1 

386010 Main 
Building 

Fountain/Tap 
Combo 

RmB Only sink Water 
Fountain 

<1 

EXPLANATION OF TESTING AND RESULTS: 

Results in this report represent sampling conducted by Washington State Department of 
Health. Per RCW 28A.210.410 


